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Initial Comments
Report by Rick Benton & Robin Fay

DHSR Construction Section conducted a Biennial
Survey on September 16, 2015 from 9:30 am
until 11:15 am at the above referenced facility.
DHSR records indicate the home was first
licensed on November 2, 2007 as a Family Care
Home for five (5) ambulatory Residents (able to
evacuate and respond without any physical or
verbal assistance during a fire or other
emergency). On January 21, 2014, there was a
Change of Ownership and a Change in Capacity
from 5 to 6 ambulatory residents. Based on this
we are requiring the home to be in compliance
with the following: the 2005 Rules 10A NCAC
13G for Family Care Homes, and the 2006
Edition of the North Carolina State Building Code
- Section 421.2 - Residential Care Homes.

At the time of our visit, we cited deficiencies that
require an acceptable plan of correction. They are
as follows:

Initial Licensure-Meet NCSBC

SECTION .0300 - THE BUILDING

10ANCAC 13G .0302 DESIGN AND
CONSTRUCTION

(a) Any building licensed for the first time as a
family care home shall meet the applicable
requirements of the North Carolina State Building
Code. All new construction, additions and
renovations to existing buildings shall meet the
requirements of the North Carolina State Building
Code for One and Two Family Dwellings and
Residential Care Facilities if applicable. All
applicable volumes of The North Carolina State
Building Code, which is incorporated by
reference, including all subsequent amendments,
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may be purchased from the Department of
Insurance Engineering Division located at 322
Chapanoke Road, Suite 200, Raleigh, North
Carolina 27603 at a cost of three hundred eighty
dollars ($380.00).

(b) Each home shall be planned, constructed,
equipped and maintained to provide the services
offered in the home.

This Rule is not met as evidenced by:

1) During the survey, it was observed that the
home was serving at least one non-ambulatory
resident. The home is currently classified under
Section 421.2 of the 2006 NC Building Code
which means it can serve only all ambulatory
residents. Since the home is serving
non-ambulatory resident(s), the home will have to
be reclassified by your Local Building Official to
meet the requirements of Section 425.3 of the
2012 NC Building Code. the local building official
will have to verify that the home meets all of the
following requirements as listed below from
section 425.3 and its subsections Section as
follows; 425.3.1, 425.3.3, 425.3.5, 425.3.7,
425.3.8 and 425.3.11. Please see the attached
copy of code for your references. You will need to
contract a qualified technician to make certain
modifications and installations under these
sections guidelines. Upon completion, provide
documentation of the approvals from the local
official having jurisdiction and any supporting
documentation from the technicians to our office
for verification of the completed work.

Building Equipment Maintained Safe, Operating

SECTION .0300 - THE BUILDING
10ANCAC 13G .0317 BUILDING SERVICE
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(a) The building and all fire safety, electrical,
mechanical, and plumbing equipment in a family
care home shall be maintained in a safe and
operating condition.

(i) This Rule shall apply to new and existing
family care homes.

This Rule is not met as evidenced by:

KITCHEN

1) During the survey, it was observed that
peeling paint existing on the ceiling next to the
light fixture. Contact a qualified technician to
make the necessary repairs to the ceiling.
Provide to this office a picture or receipt from the
technician for verification of the completed work.

BATHROOM 1

1) During the survey, it was observed that the
bathroom window did not stay in the up position
when opened. Contact a qualified technician to
make the necessary adjustments to the window.
Provide supporting documentation such as
pictures or receipts to our office for verification of
the completed work.

2) Per DHSR-Construction's conversation with
the local building inspector, the bathroom door
opening did not meet the minimum required
minimum of 30 inches. The door opening
measured only 27 inches. Contact a qualified
technician to make the necessary adjustments to
the door opening. Provide supporting
documentation such as pictures or receipts to our
office for verification of the completed work.

BATHROOM 2

1) During the survey, it was observed that the
bathroom window was painted shut. Contact a
qualified technician to make the necessary
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repairs to the window. Provide to this office a
picture or receipt from the technician for
verification of the completed work.

2) During the survey, it was observed that the
GFCI when plugged with the tester indicated that
the wiring was correct. When the GFCI was
tested, it indicated that the GFCI was
HOT/NEUTRAL/REVERSE which is indicative of
a two wire electrical system. However, there
were other electrical outlets that were GFCI
protected in the home and they tested as
required. Since there are other outlets available,
contact a qualified technician to make the
necessary repairs to the outlet. Provide to this
office a receipt from the technician for verification
of the completed work.

WATER HEATER CLOSET

1) During the survey, it was observed that a hole
existed in the upper left corner of the wall.
Contact a qualified technician to make the
necessary repairs to the wall. Provide to this
office a picture or receipt from the technician for
verification of the completed work.

BEDROOM 1

1) During the survey, it was observed that there
was a ceiling stain and peeling paint along the left
side edge of the ceiling when entering the
bedroom. Contact a qualified technician to make
the necessary repairs to the wall. Provide to this
office a picture or receipt from the technician for
verification of the completed work.

2) During the survey, it was observed that the
front facing window in the bedroom did not stay in
the up position when opened. Contact a qualified
technician to make the necessary adjustments to
the affected window. Provide supporting
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documentation such as pictures or receipts to our
office for verification of the completed work.

BEDROOM 2

1) During the survey, it was observed that the
bedroom window frame was damaged. Contact a
qualified technician to make the necessary
repairs to the window frame. Provide to this
office a receipt from the technician for verification
of the completed work.

2) During the survey, DHSR-Construction could
not verify if the bedroom window would stay in the
up position due the damaged frame. Verify the
condition of the window. If the window will not
stay up, contact a qualified technician to make
the necessary repairs to the window. Provide to
this office a receipt from the technician for
verification of the completed work.

BEDROOM 3

1) During the survey, it was observed that there
was a ceiling stain and peeling paint on the right
side corner of the ceiling when entering the
bedroom. Contact a qualified technician to make
the necessary repairs to the ceiling. Provide to
this office a picture or receipt from the technician
for verification of the completed work.

2) During the survey, it was observed that there
was peeling paint on the ceiling under the
bedroom ceiling fan. Contact a qualified
technician to make the necessary repairs to the
ceiling. Provide to this office a picture or receipt
from the technician for verification of the
completed work.

3) During the survey, it was observed that there
was a broken window pane on the right side
window of the double windows. Contact a
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qualified technician to make the necessary
repairs to the window. Provide to this office a
picture or receipt from the technician for
verification of the completed work.

4) During the survey, it was observed that the left
window of the double window in the bedroom did
not stay in the up position when opened. Contact
a qualified technician to make the necessary
adjustments to each affected window. Provide
supporting documentation such as pictures or
receipts to our office for verification of the
completed work.

5) During the survey, it was observed that the
entrance door to the bedroom was not plumb with
the door frame. Contact a qualified technician to
make the necessary repairs to the door or the
frame. Provide to this office a picture or receipt
from the technician for verification of the
completed work.

HALLWAY

1) During the survey, it was observed that the
filter in the return vent was not the proper size for
the vent. Arrange for someone to install the
proper size filter in the vent. Provide supporting
documentation such as pictures or receipts to our
office for verification of the completed work.

RAMPS - NEW AND EXISTING

1) During the survey, it was observed that the
home has non-ambulatory residents. In
accordance with the licensure rule T0A NCAC
13G .0312 (c), if the home has any resident that
must have physical assistance with evacuation
the home must have two outside entrances/exits
at grade level or accessible by a ramp. Since
neither entrance/exit is at grade level and there is
only one ramp installed, the provider must contact
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a qualified technician to make the necessary
installation of a second ramp at the other
entrance/exit of the home. Provide supporting
documentation such as pictures or receipts to our
office for verification of the completed work.

2) During the survey, it was observed that at the
end of the ramp where the ramp deck terminates
at the landing, there is a section of the ramp deck
that protrudes upward creating a trip hazard.
Contact a qualified technician to make the
necessary adjustments to the ramp deck.
Provide supporting documentation such as
pictures or receipts to our office for verification of
the completed work.

3) During the survey, it was observed that the
ramp handrails were slightly loose. Contact a
qualified technician to make the necessary
adjustments to the ramp handrails. Provide
supporting documentation such as pictures or
receipts to our office for verification of the
completed work.

BACK PORCH

1) During the survey, it was observed that the
back porch and the back steps had no guardrails
installed. Contact a qualified technician to make
the necessary corrections to the back porch and
the back steps. Provide supporting
documentation such as pictures or receipts to our
office for verification of the completed work.

FRONT PORCH

1) During the survey, it was observed that on the
left side of the front porch the support post
wooden wraps and the base caps have
deteriorated. Contact a qualified technician to
make the necessary repairs to the wooden post
and the base caps. Provide supporting
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documentation such as pictures or receipts to our
office for verification of the completed work.

2) During the survey, it was observed that on the
left side of the front porch just below the support
post there is a section of rotted deck fascia
board. Contact a qualified technician to make the
necessary repairs to the deck fascia board.
Provide supporting documentation such as
pictures or receipts to our office for verification of
the completed work.

3) During the survey, it was observed that the
front porch had several unsecured sections of
plank decking. Contact a qualified technician to
make the necessary repairs to the unsecured
sections of plank decking. Provide supporting
documentation such as pictures or receipts to our
office for verification of the completed work.

4) During the survey, it was observed that on the
left side of the front porch just above the support
post, a section of the soffit was deteriorated.
Contact a qualified technician to make the
necessary repairs to the section of deteriorated
soffit. Provide supporting documentation such as
pictures or receipts to our office for verification of
the completed work.

EXTERIOR

1) During the survey, it was observed that a
section of aluminum siding above the back porch
was peeled back and missing a section. Contact
a qualified technician to make the necessary
repairs. Provide supporting documentation such
as pictures or receipts to our office for verification
of the completed work.

2) During the survey, it was observed that a
section of aluminum siding on the rear gable was
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missing. Contact a qualified technician to make
the necessary repairs. Provide supporting
documentation such as pictures or receipts to our
office for verification of the completed work.

3) During the survey, it was observed that
several sections of aluminum fascia along the
back right side, the rear side and along the area
above the back porch of the home have rust
streaks. Contact a qualified technician to make
the necessary repairs. Provide supporting
documentation such as pictures or receipts to our
office for verification of the completed work.

4) During the survey, it was observed that
several foundation vents along the right side of
the home were not installed. Contact a qualified
technician to make the necessary repairs.
Provide supporting documentation such as
pictures or receipts to our office for verification of
the completed work.

5) During the survey, it was observed that the
chimney flashing may be compromised as
evidence of an interior ceiling stain in bedroom 3.
Verify the condition of the flashing. If it has
deteriorated, contact a qualified technician to
make the necessary repairs. Provide supporting
documentation such as pictures or receipts to our
office for verification of the completed work.

REAR OFFICE AREA

1) During the survey, it was observed that the
walls in this room did not meet the requirements
for one hour protection. Since this portion of the
home is not used for anything other than storage,
a two hour separation must be installed between
this area and the main home. The two hour
separation must be verified and approved by the
local building inspector. Contact a qualified
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technician to make the necessary repairs.
Provide supporting documentation such as
pictures or receipts to our office for verification of
the completed work.

2) During the survey, it was observed that the
smoke detector emitted a weak signal. Ensure
this smoke detector is interconnected to the
detectors in the home. Contact a qualified
technician to make the necessary repairs.
Provide supporting documentation to our office
for verification of the completed work.

3) During the survey, it was observed that an
access hatch appeared to be bulging and not
flush with the ceiling. Contact a qualified
technician to make the necessary repairs.
Provide supporting documentation to our office
for verification of the completed work.

4) During the survey, it was observed that one of
the pickets on the railing is broken. Contact a
qualified technician to make the necessary
repairs. Provide supporting documentation to our
office for verification of the completed work.

ALL CEILINGS

1) Per DHSR-Construction's conversation with
the local building inspector, the ceilings
throughtout the home did not meet 1-hour fire
resistant construction. The ceiling were layed
with only 1/2 inch drywall. Verify with the local
building inspector the thickness of the additional
drywall that will have to be installed to meet
1-hour fire resistant construction. Then contact a
qualified technician to make the necessary
installations. Provide supporting documentation
to our office for verification of the completed
work. It should be noted that in Family Care
Homes all ceiling heights must meet the
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